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Isolator switch mounted on the indoor unit
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MISTRAL MDX
INDOOR UNIT OUTDOOR 1

(HEAT PUMP)

MISTRAL MDX
OUTDOOR 2
(HEAT PUMP)

MISTRAL MDX

Isolator switch to be mounted for the outdoor unit (heat pump)
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Cable W10
2x0,8mm²
shielded kabel

Cable W8
7x (230V, incl. earth)

Cable W9
4x shielded kabel

Cable W11
2x 230V

Cable W7
4x (230V, incl. earth)

Cable W2
5x (3~400V+N+PE)

Cable W1
5x (3~400V+N+PE)

Cable W5
3x (1~230V+N+PE)

Cable W3
5x (3~400V+N+PE)

Cable W4
5x (3~400V+N+PE)Cable W6

4x (230V, incl. earth)
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